i

FINISHED
GRADE

1 '_0"

(TYP )

‘ SIDEWAL _‘
(TYP.) é

SINGLE STACK CLEANOUT
W/ CAST IRON SLEEVE AND
THREADED BRASS PLUG

* (SEE NOTE 3)

1.

EXIST. SERVICE

NOTES

NEOPRENE COUPLING—/

W/STAINLESS STRAPS

3'-0"MIN.

4" DIA.
SCH. 4(\

4'-0"MAX.

STANDARD 2-WAY
CLEANOUT FITTING

45 BEND

CLASS "B" (MIN.)
3" (MIN. ) CONCRETE

ENCASEMENT

ALL PIPE TO BE 4" DIA. SCHEDULE 40 SOLVENT WELD PVC,
EXCEPT SERVICE PIPE AT MAIN LINE TEE.

4" X 4" DWV
REDUCER BUSHING
SCH 40 TO SDR 26

SDR-26
SANITARY TEE

2. USE NEOPRENE COUPLING W/STAINLESS STRAPS AT
CONNECTION WITH EXISTING SERVICE.

* 3. IN PAVEMENT USE A CLEAN OUT FRAME & COVER.
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FINISHED
GRADE
1'-0" SINGLE STACK CLEANOUT
(TYP.) W/ CAST IRON SLEEVE AND
'/ THREADED BRASS PLUG
SIDEWALK
I (TYP.)

-4 a4 R <
L9 Al e 9lal

NEOPRENE COUPLING—/ !
W/STAINLESS STRAPS

3'-0"MIN.
4'—0"MAX.

4" DIA.
SCH. u\

STANDARD 2-WAY
CLEANOUT FITTING

PLUG END

SLOPE PER
PLUMBING CODE

CLASS "B" (3"MIN.)
CONCRETE ENCASEMENT

NOTES

1. ALL PIPE TO BE 4" DIA. SCHEDULE 40 SOLVENT WELD PVC,
EXCEPT SERVICE PIPE AT MAIN LINE TEE.

| Revision Date: 12/11 |

45 BEND

4" X 4" DWV
REDUCER BUSHING
SCH 40 TO SDR 26

SDR-26
SANITARY TEE
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SANITARY CLEANOUT BOOT EQUAL TO
BASS & HAYS #339 TO BE INSTALLED
CENTERED OVER THE CENTERLINE OF

THE CLEANOUT STACK EXTENDED

TO GROUND LEVEL.

45° BEND
CLASS "B" CONCRETE

\\YAW//\WAW//\WAW\WAW\WAW\WAW\WAW “l\\
CLASS "B" CONCRETE

2'-6" X 2'-0" X 6"
FOUNDATION

6" CLEANOUT STACK

" 4/ WATER TIGHT
MNC e REMOVABLE PLUG
il 4?7#\\
s P 1ST. JOINT FROM 45°BEND
et s TO BE A REDUCER TO 6"
<M 4 IF MAIN IS LARGER THAN 6".
_/4 A
YRS 4" MIN

TO BE FLUSH WITH FINISHED GRADE
OF ROADWAY IN EASEMENTS. RIM

NOTE;

SHALL BE SET SLIGHTLY ABOVE
SURROUNDING GRADE, BUT NOT MORE

PROFILE VIEW THAN 4" ABOVE GROUND.

N.T.S.

CLEANQUT CASTING
CLASS "B" CONCRETE
|

NN\ N7 Y NN
o \/\\% N
7| 7R
NI
e | e
o | ks
00 //@r
o
WATER TIGHT ..:.:P,%
REMOVABLE PLUG 1P
.:.,,&
2 s
&

CLASS "B" CONCRETE

ELEVATION "X - X"

IF CLEANOUT IS PLACED IN ADVANCE OF
PAVEMENT PLACE SAND AROUND CLEANOUT
CASTING IN LIEU OF CONCRETE.
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BLUE TWO-WAY
FIRE HYDRANTS
{?E'BE.%%TFOR ARE NOT ALLOWED
' - ¢ IN_DRIVEWAY OR || 4% g 1
' STREET INTER- || $ax '
LOT_Ll_NE SECTION RADIUS :
NOTE:
METERS AND FIRE HYDRANTS ARE NOT ALLOWED
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Public R.O.W.

Back of Curb

SAN.SEWER MAIN (Street CL Typ.)

Back of Curb

PUBLIC WATER MAIN (Typ. North or East of Street CL)
=

VARIES

3'MIN.

1 6'TYP,

Public R.O.W.

VARIES !

WHERE REQUIRED BY
BUILDING AND FIRE CODES

o

"6

P

|\()l
__I____I

A

A

A
A
| 7N

UTILITY EASEMENT TO BE PROVIDED

zl 7 o
WHEN METERS CAN NOT BE LOCATED 2 Fle LB
WITHIN STREET R.O.W. <|z8 YIz gl
olxE sSjx olx
el S| 7]
" o

NOTE:
APPROVED DOUBLE CHECK ASSEMBLY REQUIRED ON ALL SETUPS TO MEET CITY OF GARLAND
BACKFLOW REQUIREMENTS.

PURSUANT TO THE CITY OF GARLAND CODE OF ORDINANCES, ARTICLE V, SECTION 51.72 (A)(1),
CROSS CONNECTION CONTROL; "A BACKFLOW PREVENTION ASSEMBLY SHALL BE_TESTED
IMMEDIATELY AFTER INSTALLATION.” TEST RESULTS MUST BE SUBMITTED TO WATER

SYSTEM ANALYST WITHIN 48 HOURS OF INSTALLATION OF DEVICE. FOR A LIST
%FQI;EGIE:JER%%IESTER IN THE CITY OF GARLAND, CALL WATER SYSTEM ANALYST
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P

‘ SIDEWAL _‘
(TYP.) é

FINISHED
GRADE

1'-0" SINGLE STACK CLEANOUT
(TYP) W/ CAST IRON SLEEVE AND
THREADED BRASS PLUG

NOTES

NEOPRENE COUPLING — | 3—0"MIN
W/STAINLESS STRAPS :

4'—0"MAX.
4" DlA.\
N STANDARD 2-WAY
| CLEANOUT FITTING
EXIST. SERVICE | 45’ BEND

NEOPRENE COUPLING
W/STAINLESS STRAPS

SDR-35 STuB

SDR-35 TEE
OR EXISTING

CLASS "B" (MIN.)
3" (MIN. ) CONCRETE
ENCASEMENT

1.

CITY REPRESENTATIVE MUST BE NOTIFIED IMMEDIATELY UPON DAMAGE.

2. REPAIR OF DAMAGED WASTEWATER SERVICE SHALL CONSIST OF REPLACING THE DAMAGED
SECTION WITH SCHEDULE 40 PVC PIPE MATERIAL.
3. SHOULD DAMAGED SERVICE NOT HAVE AN EXISTING CLEANOUT, SERVICE SHALL BE REPLACED
TO THE PROPERTY LINE AND A NEW SINGLE STACK, TWO WAY CLEANOUT INSTALLED ON THE
CITY SIDE OF THE PROPERY LINE.
4. WHERE THE CLEANOUT TO BE REPLACED OR INSTALLED IS LOCATED IN CONCRETE, A
BASS & HAYS #404 CLEANOUT, OR EQUAL, SHALL BE USED AND THE TOP SHALL BE FLUSH
WITH CONCRETE SURFACE.
5. CITY REPRESENTATIVE RESERVES THE RIGHT TO REQUIRE ADDITIONAL MATERIALS AND
ADDITIONAL REPLACEMENT IF NECESSARY.
| Revision Date: 12/11 |
Scale : N/A Date : 06,/01/05 @ PAGE
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41/4D /,

1 1/4" BORE 2 3/16
3/8" DEEP
e N\
A A .
L )
] o]
/ 0
N\ P4
1/2" DRILL
COVER
N.T.S.
. 7 5/8 .
, 7 3/8" I
| 5 11/16" | o
1= ]
SECTION "A-A"! | *
N.T.S.

3 7/8" D:

3 3/4"

4 3/8" D.

%3/16" DIA. RUBBER !
"O-RING” GASKET—

©

CLEANOUT FRAME BOTTOM

NOTES:

| Revision Date: |

N.T.S.

1. THE WORDS "WASTEWATER LATERAL CLEANOUT" SHALL BE
CAST INTO TOP OF COVER.
2. MATERIALS TO BE CAST IRON, P.V.C. OR ABS PLASTIC.

2 21/32" R.

1/2"-13 UNC 2 3/16" —(INSIDE) .
DRILL AND TAP 2 25/32" R.
1" DEEP (OUTSIDE)
//\
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N

R\
YA

N
31/32" R.
CLEANOUT FRAME TOP
N.T.S.
8 1/4"
, 7 3/4" , )
1 7 1/2" 1 o) Q
| 5 11/16" | > -
. / s
LH i N
7/8"~ -]
SECTION "B-B" .
N.T.S. ©
M
[e}]
1
4 1/4 + 1/16
4 21/32" 7 O
4 7/8"

1/2"=13 UNC
" HEx BOLT

2-REQD.
| / (STAINLESS

STEEL

P
T E—4

\

ASSEMBLY VIEW

N.T.S.
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CLEANOUT FRAME & COVER
WASTEWATER LATERAL
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